ELECTRICAL POWER INTERRUPTION

1. Interruption of electrical power service supplied by SCE&G to the Medical University Campus will result in the automatic transfer of power to emergency generators located in various buildings. Emergency power is supplied to permanently connected equipment, critical care mobile equipment, emergency lighting, fire safety devices and certain other essential equipment. Emergency power for other needed equipment is supplied through wall outlets generally designated by red cover plates. Methods of connection are through equipment power cords or through approved extension cords.

2. The Emergency Generators within the Medical University Complex have been preset to activate automatically in the event of a loss of the primary power source. The complexities of electrical power plant operation are such that only trained personnel shall operate the plant to preclude injury to personnel and damage to equipment. In the event of a loss of primary power, duty personnel shall oversee the generation of emergency electrical power and shall act expeditiously to restore primary power.